With the extensive development and use of new energy sources, it has become an urgent issue to solve the problem how to effectively use such energy sources. This paper designs a single-phase electric energy router (SPEER) whose main goal is to solve the problem of optimal operation of the home power system under a high penetration rate of new energy. First, a SPEER structure is presented which has an AC-DC hybrid form to meet the power requirements of all household electrical equipment. Compared with the existing structures, its structural design is more suitable for small-capacity systems, such as home power systems. Next, a reasonable, detailed, and feasible control scheme was designed for each part of the SPEER, so that it has the functions of plug and play, power routing, island detection, and synchronous grid connection, and a seamless coordination management scheme between subsystems was designed. Complete functions make it more intelligent in response to various conditions. Finally, the correctness of the designed SPEER and control strategy was verified by experiment.
Introduction
In order to solve the energy shortage problem, people turn their attention to new energy sources. Therefore, a large number of distributed renewable energy power generation devices have been incorporated into the power grid, such as wind power inverters and photovoltaic power inverters. However, these distributed power supplies have some notable features: geographical dispersion, intermittent, and random. How to effectively use such renewable energy has become a concern [1] [2] [3] .
An electric energy router (EER) based on power electronic conversion technology emerged [4] . The EER is a kind of power equipment that combines information technology and power electronic conversion technology to realize the efficient use and transmission of distributed energy [5] . According to the power grade of the EER and its position in the distribution network [6] , the EER was divided into three categories, namely, mainline EER, regional EER, and home EER. This paper focused on the research on the home EER. The EER using a high-frequency isolating transformer [7] [8] [9] [10] can reduce the volume of the equipment and improve the efficiency of the equipment, but the high-frequency isolating transformer had a complex control and increased the cost [11] . It was not conducive to use in small-capacity systems, especially home EERs. Some studies [12, 13] adopted a H-bridge cascade structure, while other studies [14, 15] adopted a modular structure. They were also suitable for high-voltage and high-power occasions but not for single-phase EERs. One study [16] provided three typical structures of EER and established corresponding evaluation indexes but did not involve the specific topology. Another study [17] presented a home EER structure of an AC-DC hybrid micro-network architecture but only conducted simulation research under simple working conditions. In [18] , a home energy router and energy management strategy for AC/DC hybrid sources and conditions. In [18] , a home energy router and energy management strategy for AC/DC hybrid sources and consumers was proposed. By using the distributed hierarchical energy management system (HEMS), energy routing could be achieved to obtain different functions, such as peak load shifting, electricity plan following, etc. However, the HEMS mentioned in the article is cumbersome and impractical. For example, it requires that "users use the human-machine interaction interface such as App. in smartphones to arrange the power consumption time and target". This is obviously not practical, since users' electricity use behavior is often random and uncertain. This requirement is a heavy burden on users. Another study [19] proposed a HEMS based on an energy router. By controlling the switch array, the optimal matching of the power supply and the load is realized, so that the renewable energy is used to the maximum extent. However, this method requires that household appliances are classified according to the degree of sensitivity to the power quality, divided into sensitive and non-sensitive loads, and even the same type of household appliance is different for different people, which complicates the previous planning. At the same time, this solution requires a switch array, which greatly increases the cost. Based on the functional requirements of EER, a preliminary analysis of its structural construction was provided [20, 21] , but it was only a theoretical analysis, and no specific control scheme and result verification was provided.
Combined with existing research, this paper proposes a small-capacity household-level electric energy router architecture. It has a rich electrical interface to meet the needs of various household AC and DC load powers and tries to fully develop new energy sources such as rooftop photovoltaics [22] . Because the entire device uses a decentralized control strategy, distributed power generation equipment and various home appliances can be operated by plug-and-play, and the control is simple and convenient. Through seamless cooperation of various parts of the electric energy router, the entire system can be in an optimal operating state. At the same time, it has an island detection function. When the power grid fails, the electric energy router can realize the automatic switching of the isolated network mode to achieve fault isolation and improve the power supply reliability of the home power supply system. When the grid returns to normal, it can perform grid-connected presynchronization and ultimately achieve impact-free grid-connected operation.
Compared with [12] [13] [14] [15] , the single-phase electric energy router (SPEER) proposed in this paper is more suitable for small-capacity systems such as home power systems and has little impact on the original home system structure, which does not require a large upgrade cost. Compared with [17, 20, 21] , this paper does not only give the detailed control strategy of SPEER and the coordinated operation scheme of each part but also carries out experimental verification for theoretical analysis, so the proposed method is more practical. Compared with the complex HEMS proposed in [18, 19] , the energy management scheme in this paper is simple, intelligent, and easier to implement.
The Structure of A SPEER
The SPEER designed in this paper is shown in Figure 1 . Descriptions of the structural design of this SPEER:
• Because the target population of the SPEER is the ordinary household power user and considering that most home users use single-phase AC load, the DC/AC converter in the electric energy router is designed in a single-phase form. Meanwhile, the DC/AC converter is the hub of power balance between DC and AC, so it has the ability of two-way power flow.
•
Considering some of the problems with the grid itself, such as short-circuit trips and blackouts, the power supply reliability of some important loads in ordinary households needs to be further strengthened. These loads include, but are not limited to, access control systems installed in some homes, summer refrigerators, cashier systems in small shops and restaurants, etc. Therefore, it is necessary to set a certain amount of backup power according to the actual size of the important load of the home, in order to continuously supply power for such load during the power outage.
• At present, many households or businesses are equipped with new energy power generation equipment with a certain capacity, such as rooftop photovoltaic, and this has become a trend. Therefore, in the design of the home SPEER, it was considered to provide an access interface for such new energy equipment, which allows users to better use such energy.
For a small number of users who are also equipped with diesel generators and fuel cells, an AC power access interface is reserved for the electric energy router to facilitate the control and use of such power.
The DC load in the ordinary household is various in form, and a voltage-adjustable DC load interface is designed because of its various voltage levels and cost constraints. The user can select the appropriate voltage according to the actual usage requirements.
Control Strategy of SPEER
It can be seen from Figure 1 that the SPEER designed in this paper is mainly divided into two parts: AC and DC. The SPEER adopts a decentralized control strategy as a whole. The DC bus voltage is the key to the implementation of the decentralized control strategy, which is controlled by different converters in different situations. Through the seamless coordination of all parts, the single-phase electrical energy router realizes the optimal routing of electrical energy in the home power system and the efficient utilization of new energy based on meeting the requirements of the electrical equipment.
Single-Phase DC/AC Bidirectional Converter
This part is the core of the electrical energy router design. As the hub connecting the two sides of AC and DC, the DC/AC converter should not only ensure the power balance on both sides and satisfy the stability of the AC and DC bus voltage but also follow the scheduling instructions to complete the corresponding system optimization strategy when the conditions are appropriate. The DC/AC bidirectional converter must maintain the AC side voltage and frequency stability when the network is isolated.
Single-Phase DC/AC Bidirectional Converter in Isolated Network Condition
In the isolated network, the DC bus voltage is controlled by the energy storage DC/DC bidirectional converter, and the DC/AC bidirectional converter is now operating in the inverter state, as shown in Figure 2 . When the bandwidth of the system is much less than the switching frequency, the state-space averaging method can be applied. Ignoring the internal resistance of the filter inductor, the average state-space model of the single-phase inverter can be obtained:
Since the proportion integration (PI) control in the static coordinate system cannot realize the zero-error tracking of sinusoidal quantity, it is also difficult to realize the independent control of active power and reactive power. Therefore, by using the method of rotation coordinate transformation, the amount of alternating change becomes a constant amount of DC. In general, PI control can achieve zero-difference tracking and facilitate the decoupling control of active power and reactive power [23] .
However, for a single-phase DC/AC converter, at least one additional degree of freedom is required to perform the coordinate transformation. In this paper, a quadrature signal generator based on a second-order generalized integrator (SOGI) is used to obtain a virtual quantity orthogonal to the actual single-phase sinusoidal AC quantity [24] .
After the virtual quantity orthogonal to the actual quantity is obtained, Park transformation is carried out according to Equation (1):
Therefore, the equation of state in the rotation coordinate system can be obtained: When the bandwidth of the system is much less than the switching frequency, the state-space averaging method can be applied. Ignoring the internal resistance of the filter inductor, the average state-space model of the single-phase inverter can be obtained:
Therefore, the equation of state in the rotation coordinate system can be obtained:
Referring to the decoupling method of a three-phase inverter, the feedforward decoupling control strategy is adopted to realize independent control of the d and q axis variables.
Current inner loop:
Voltage outer ring:
After feedforward decoupling, there are:
The final V/f control block diagram of single-phase inverter is shown in Figure 3 .
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The final V/f control block diagram of single-phase inverter is shown in Figure 3 . In the case of grid connection, an active power and reactive power (PQ) control strategy is adopted for single-phase DC/AC bi-directional converters. The PQ control strategy is divided into two forms: In the case of grid connection, an active power and reactive power (PQ) control strategy is adopted for single-phase DC/AC bi-directional converters. The PQ control strategy is divided into two forms:
PQ Control Strategy with Power as Outer Loop Given the power P and Q are the outer loop and the current is the inner loop, generally, when this control method is adopted, Q is 0. At this point, the converter can be equivalent to a controlled current source, as shown in Figure 4a . After the single-phase DC/AC bidirectional converter is connected to the grid, the port voltage is forced to be the grid voltage, and the current is given by the control system. Without loss of generality, suppose:
control system. Without loss of generality, suppose:
That is, the port voltage of the single-phase inverter leads the output current by an angle ϕ. At this time, the inverter outputs active and reactive power:
The corresponding orthogonal quantities of voltage Vs and current Io are virtualized, and then the rotation vector is synthesized, as shown in Figure 4b . In relation to Equation (10) According to instantaneous reactive power theory [25] , Equation (11) can be written: 
From Equations (10)- (12), we can get:
Equation (13) gives the relationship between the output active power and reactive power of the single-phase DC/AC bi-directional converter and the current of axis d and axis q, respectively. As long as the current of the d axis and q axis is decoupled, according to Equation (13), the active power That is, the port voltage of the single-phase inverter leads the output current by an angle ϕ. At this time, the inverter outputs active and reactive power:
The corresponding orthogonal quantities of voltage Vs and current Io are virtualized, and then the rotation vector is synthesized, as shown in Figure 4b . In relation to Equation (10), there is: φ = φ. The d axis of the rotation coordinate system is positioned on the grid voltage vector V.
According to instantaneous reactive power theory [25] , Equation (11) can be written:
It can be seen from Figure 4b that
Equation (13) gives the relationship between the output active power and reactive power of the single-phase DC/AC bi-directional converter and the current of axis d and axis q, respectively. As long as the current of the d axis and q axis is decoupled, according to Equation (13), the active power output can be precisely controlled by controlling the current of the d axis, and the reactive power output can be precisely controlled by controlling the current of the q axis. The control strategy block diagram is shown in Figure 5 .
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PQ Control Strategy with DC Voltage as Outer Loop
This control strategy takes DC voltage as outer loop and current as inner loop, and controls the power flowing into (or out of) the converter as a unity power factor [26] . It is similar to PQ control strategy with the power as outer loop described above, except that the outer loop becomes the DC bus voltage. The control strategy block diagram is shown in Figure 6 . The single-phase DC/AC bidirectional converter needs to switch between different control strategies according to different operating conditions of the SPEER or the optimization instruction of 
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the upper-layer control system. Only a few control strategies of single-phase DC/AC bidirectional converters are studied here, and the switching logic between various control strategies is given below. The overall control strategy block diagram of the single-phase DC/AC bidirectional converter is shown in Figure 7 . 
DC/DC Converter
As shown in Figure 1 , there are two main types of DC side DC/DC converters: unidirectional and bidirectional converters. The unidirectional DC/DC converter is used as the photovoltaic power generation network interface, and the maximum power point tracking (MPPT) control strategy is generally used to achieve the maximum use of renewable energy. However, when the light is sufficient, so that the photovoltaic power generation is greater than the overall demand of the system, constant voltage control is required for the stable operation of the system [27] .
The bidirectional DC/DC converter is used for energy storage access. The design of the energy storage uses a valve-regulated lead-acid battery. Due to different system states and different operating modes, the control of the energy storage battery will change accordingly. The following is introduced separately.
Energy Storage Battery Control DC Bus Voltage
The following situations require energy storage to control DC bus voltage stability:
• When the grid fails, the SPEER is in an isolated state. Single-phase DC/AC bidirectional converters need to operate in an inverting state to support the voltage and frequency of the AC bus. The DC link voltage must now be stabilized by the battery control to ensure proper operation of the photovoltaic and single-phase DC/AC bidirectional converters.
• When the grid is normal, the SPEER is connected to the grid. If the bidirectional DC/AC converter at this time uses the power outer loop PQ control strategy due to the instructions given by the upper system, then the DC bus voltage must also be controlled by the energy storage. 
DC/DC Converter
Energy Storage Battery Control DC Bus Voltage
• When the grid is normal, the SPEER is connected to the grid. If the bidirectional DC/AC converter at this time uses the power outer loop PQ control strategy due to the instructions given by the upper system, then the DC bus voltage must also be controlled by the energy storage.
When the DC bus voltage is controlled by the energy storage, the control strategy adopts the double loop control, that is, a DC bus voltage outer loop and output current inner loop. The control block diagram is shown in Figure 8 . Figure 8 . 
Energy Storage Battery Charging Strategy
When the grid is normal, the energy storage battery needs to be charged while the power is lower than the lower limit threshold, and photovoltaic (PV) still uses MPPT control to maximize the use of new energy. At this time, the DC bus voltage must be controlled only by the bidirectional DC/AC converter.
The battery charge management adopts a typical three-stage type, namely constant current charging, constant voltage charging, and floating charging [28] . The battery control strategy is shown in Figure 9a , where 
The battery charge management adopts a typical three-stage type, namely constant current charging, constant voltage charging, and floating charging [28] . The battery control strategy is shown in Figure 9a , where
are the current and voltage command values for constant current charging, float charging, and constant voltage charging, respectively. Considering the effect of temperature, the voltage command also needs to add a temperature compensation coefficient, that is, the voltage command changes with temperature. The threshold distribution of the energy storage battery charging control strategy is shown in Figure 9b . Figure 8 . 
Pre-Synchronization of SPEER from Isolated Networks to Grid-Connected Operation
When a SPEER needs to be connected to the grid, there may be a phase difference between the output voltage of the single-phase DC/AC bidirectional converter and the grid voltage. The most serious case is 180 • , and the two voltage sources are connected in series. This is an actual short circuit, which is not allowed. Therefore, when a SPEER is connected to the network, the voltage phase pre-synchronization needs to be performed first.
In Section 3.1, a mathematical model of the single-phase DC/AC bidirectional converter in the rotating coordinate system was established, so that the SPEER grid-connected pre-synchronization can also be as convenient as a three-phase system. The typical phase control method is shown in Figure 10 [23, 29] .
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Island Detection and Off-Grid Switching Strategy
The SPEER designed in this paper, as a device that can be connected to the grid, must have the capability of island detection and off-grid switching. As shown in Figure 11 , when the grid fails, S1 is disconnected. After the SPEER detects that the voltage or frequency offset of the point of common coupling (PCC) exceeds the normal range, the controller issues an off-grid signal to disconnect the contactor S2, and the operation of the SPEER changes from the grid-connected mode to the isolated mode. 
Operating Condition Analysis and Overall Control Strategy of SPEER
After completing the independent functions of each sub-module of the SPEER, it is necessary to design an overall control strategy to make the various parts become a seamless whole and complete various power routing tasks. 
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After completing the independent functions of each sub-module of the SPEER, it is necessary to design an overall control strategy to make the various parts become a seamless whole and complete various power routing tasks.
SPEER Startup
The startup of a SPEER is divided into two modes: isolated network startup and grid-connected startup.
When the power grid is normal, the SPEER can be started grid-connected. The starting sequence is as follows: first, the single-phase DC/AC bi-directional converter runs to establish a stable DC bus voltage; then the battery is charged according to the three-stage charging strategy; finally, the load, photovoltaic power, and AC controllable power supply are connected to the SPEER.
Isolated network start: first, the battery control DC bus voltage establishes a stable DC voltage; next, the DC/AC bi-directional converter operates in the inverter state to establish the AC bus voltage and frequency. Then, according to the actual situation, it chooses to connect to the grid or continue to run the isolated network; finally, the load, photovoltaic power, and AC controllable power supply are connected to the SPEER.
After starting, the SPEER can run according to the corresponding control strategy according to the actual situation.
Control Strategy under Isolated Network Operation
In this case, the grid side circuit breaker S1 is turned off, and Pg = 0. The single-phase DC/AC bidirectional converter uses a V/f control strategy to provide voltage and frequency support to the AC bus in isolated network conditions. Small diesel generators, fuel cells, etc., are connected to the controllable AC power interface, the power input to the interface is the unity power factor, and the size is P SAC . The DC side power of the single-phase DC/AC bidirectional converter is balanced by the photovoltaic power P SDC , DC load P LDC , and battery charge and discharge power P bat .
Set the total AC load to be P LAC = P L1 + ··· + P Ln ; the battery power P bat is positive for discharge and negative for charging; the power of the single-phase DC/AC bidirectional converter P DC_AC : the direction into the AC bus is positive, and the direction into the DC bus is negative. The following is a specific analysis for different working conditions.
• P SDC ≤ P LAC + P LDC In the case of an isolated network, the converter's own power loss and line loss are ignored, and the total power generated by the DC power supply (photovoltaic) is less than the sum of the AC and DC loads, resulting in a power difference. At this point, if the AC power interface is not connected to the controllable power supply, the power difference mentioned above will be compensated by the energy storage battery. If the AC power interface is connected to the controllable power supply and generates power, the output power of the energy storage battery will decrease. When the controllable power is large, the energy storage battery can be charged. Considering the economy and power supply reliability comprehensively, the power sum of AC-DC power supply is equal to the sum of AC-DC load, that is, the battery does not need to send power or charge. In this case, the power flow of the SPEER is as shown in Figure 12 . 
Load n • PSDC ＞ PLAC + PLDC In this case, the total power generated by the DC power supply is greater than the sum of the AC and DC loads, and the total power of the system is in surplus. The battery can absorb excess power without being fully charged. At this time, the DC power supply has fully met the needs of the system, so additional access to other AC power supply is not required. If the illumination improves step by step, and the emitting power increases further, the battery charging current reaches the upper limit. The photovoltaic must transform the control strategy from the maximum power tracking control to the constant voltage control to ensure the system stability, and the battery adopts threestage charging, that is, some new energy should be abandoned. In this case, the power flow of SPEER is shown in Figure 13 .
Load n The above conditions are all carried out within the allowable working range of the battery. If the battery capacity exceeds the upper and lower thresholds, the power supply must be cut, or the load must be cut, to ensure that the battery capacity is within the allowable range. The control flow of the SPEER under the isolated network is shown in Figure 14 . • P SDC > P LAC + P LDC In this case, the total power generated by the DC power supply is greater than the sum of the AC and DC loads, and the total power of the system is in surplus. The battery can absorb excess power without being fully charged. At this time, the DC power supply has fully met the needs of the system, so additional access to other AC power supply is not required. If the illumination improves step by step, and the emitting power increases further, the battery charging current reaches the upper limit. The photovoltaic must transform the control strategy from the maximum power tracking control to the constant voltage control to ensure the system stability, and the battery adopts three-stage charging, that is, some new energy should be abandoned. In this case, the power flow of SPEER is shown in Figure 13 . 
Load n The above conditions are all carried out within the allowable working range of the battery. If the battery capacity exceeds the upper and lower thresholds, the power supply must be cut, or the load must be cut, to ensure that the battery capacity is within the allowable range. The control flow of the SPEER under the isolated network is shown in Figure 14 . The above conditions are all carried out within the allowable working range of the battery. If the battery capacity exceeds the upper and lower thresholds, the power supply must be cut, or the load must be cut, to ensure that the battery capacity is within the allowable range. The control flow of the SPEER under the isolated network is shown in Figure 14 . When the single-phase electrical energy router is connected to the grid, considering that it is mainly used in the household power system with a small capacity and limited by the cost, volume, and other conditions, the energy storage battery equipped with it generally has a small capacity. Therefore, the primary goal of grid-connected operation of SPEER is to ensure the reliability of important load power supply by using the energy storage battery as backup power.
In this case, the DC bus voltage is controlled and stabilized by single-phase DC/AC bi-directional converters, while the AC bus voltage and frequency are maintained by the power grid. The energy storage battery can be charged and discharged as required. The whole system meets the following requirements:
Pg is positive to indicate that the SPEER outputs power to the grid, and vice versa, as shown in Figure 15a . When the single-phase electrical energy router is connected to the grid, considering that it is mainly used in the household power system with a small capacity and limited by the cost, volume, and other conditions, the energy storage battery equipped with it generally has a small capacity. Therefore, the primary goal of grid-connected operation of SPEER is to ensure the reliability of important load power supply by using the energy storage battery as backup power.
P g = P SDC + P SAC + P bat − (P LDC + P LAC )
P g is positive to indicate that the SPEER outputs power to the grid, and vice versa, as shown in Figure 15a . 
Load n The main advantages of this control strategy are: the battery is only put into operation when the power grid fails, usually as a backup power in the state of floating charge, which is conducive to the battery life extension; in most cases, photovoltaic power generation adopts an MPPT control strategy and uses new energy to a large extent. Disadvantages: the power into the network may fluctuate greatly, be completely supplemented or absorbed by the power grid, may not maximize the use of new energy, nor is it the most economical plan. The control flow of the SPEER under the grid is shown in Figure 15b . The main advantages of this control strategy are: the battery is only put into operation when the power grid fails, usually as a backup power in the state of floating charge, which is conducive to the battery life extension; in most cases, photovoltaic power generation adopts an MPPT control strategy and uses new energy to a large extent. Disadvantages: the power into the network may fluctuate greatly, be completely supplemented or absorbed by the power grid, may not maximize the use of new energy, nor is it the most economical plan. The control flow of the SPEER under the grid is shown in Figure 15b .
Overall Control Strategy for SPEER
After completing the control of each part of the SPEER and analyzing various working conditions, the overall operation strategy is formulated to coordinate the operation of the entire SPEER. The overall control strategy flow of the SPEER is shown in Figure 16 . After completing the control of each part of the SPEER and analyzing various working conditions, the overall operation strategy is formulated to coordinate the operation of the entire SPEER. The overall control strategy flow of the SPEER is shown in Figure 16 . 
Experimental Verification
Based on the above research and analysis, the physical experiment platform is built for physical verification. The physical platform of the SPEER is shown in Figure 17 . 
Based on the above research and analysis, the physical experiment platform is built for physical verification. The physical platform of the SPEER is shown in Figure 17 . After completing the control of each part of the SPEER and analyzing various working conditions, the overall operation strategy is formulated to coordinate the operation of the entire SPEER. The overall control strategy flow of the SPEER is shown in Figure 16 . 
Based on the above research and analysis, the physical experiment platform is built for physical verification. The physical platform of the SPEER is shown in Figure 17 . The platform parameters built by physical objects are shown in Table 1 . Figure 18 shows the experimental waveforms of the SPEER. Among them, Figure 18a shows the grid-connected startup. The DC/AC bi-directional converter controls the DC bus voltage of 80 V and realizes the unit power factor control. Figure 18b shows the isolated network startup of SPEER. The battery controls the DC bus voltage to 80 V, and the DC/AC bi-directional converter operates in the inverter state. When the grid returns to normal, the system issues a grid-connected command, and the SPEER first performs grid-connected pre-synchronization. The experimental waveforms of the pre-synchronization process are shown in Figure 18c . Figure 19 shows waveforms of a SPEER changed to a given power outer loop control strategy after it is connected to the grid. At this time, the SPEER can issue quantitative active and reactive power according to the upper control command and the current state of the battery, thereby achieving certain optimization goals. Moreover, the active and reactive power at this time are independent of each other. Figure 20 shows the experimental waveforms of automatic off-grid switching when an isolated island is detected during the operation of SPEER. According to the experimental waveform, the SPEER completes off-grid switching and control strategy conversion in a relatively short time. Although there are short-term voltage and current fluctuations in the middle, the overall operation is stable and ensures the continuous power supply of important loads.
Electronics 2019, 8, 970 18 of 20 Figure 20 shows the experimental waveforms of automatic off-grid switching when an isolated island is detected during the operation of SPEER. According to the experimental waveform, the SPEER completes off-grid switching and control strategy conversion in a relatively short time. Although there are short-term voltage and current fluctuations in the middle, the overall operation is stable and ensures the continuous power supply of important loads.
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Conclusions
In this paper, a SPEER is designed from the practical point of view. It has plug-and-play, power routing, islanding detection, synchronization, and other functions. The detailed control strategies are given for each part of the SPEER. On this basis, the overall control strategies of the SPEER under the two working conditions of isolated network and grid-connection are given. The experimental results prove that the SPEER designed in this paper has the following functions:
1. When the power grid is in normal operation, the energy storage subsystem, the DC/AC bidirectional converter and new energy system (photovoltaic power system) make the best use of new energy under the premise of ensuring the power quality of the system through the seamless coordination of control strategies.
2. When a fault occurs in the power grid, the SPEER can quickly and accurately judge the fault and adopt an isolated network operation strategy, which can not only isolate the power grid fault but also guarantee the power supply reliability of important loads to a certain extent.
3. After the power grid fault is removed, SPEER can achieve grid connection without impact and uninterrupted power supply to the loads through the pre-synchronous control strategy, which improves the stability of the system and further guarantees the power supply reliability of important loads.
The Smart Grid represents the future of the power system [30] . The SPEER and its control strategy designed and studied in this paper can be well applied in a Smart Grid/Smart House. The access of distributed power equipment to SPEER makes the power supply of the home power system more flexible and diverse and integrates various renewable energy sources [31] . At the same time, its rich electrical interface better meets the increasing demand for electricity in household appliances, and advanced control strategies ensure the power quality of the system. The addition of energy storage devices improves the power supply reliability of important loads and reduces the influence 
The Smart Grid represents the future of the power system [30] . The SPEER and its control strategy designed and studied in this paper can be well applied in a Smart Grid/Smart House. The access of distributed power equipment to SPEER makes the power supply of the home power system more flexible and diverse and integrates various renewable energy sources [31] . At the same time, its rich electrical interface better meets the increasing demand for electricity in household appliances, and advanced control strategies ensure the power quality of the system. The addition of energy storage devices improves the power supply reliability of important loads and reduces the influence of randomness and uncertainty, the inherent characteristics of new energy, on the system to some extent. Most importantly, the rationality of the structural design makes it possible to upgrade the original household electric power system with very little modification, making it more practical and feasible for ordinary families to upgrade to a "Smart House". 
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